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Abstract
The Adrar site located in the south of Algeria, presents the most important windy and sunny site in Algeria that can be exploited. 
In this context for the exploitation of the two complimentary sources of this site (wind and sun) based on the meteorological data, 
the present paper focuses on the study of a Hybrid System (HS) based on an interconnection between a Wind Energy Conversion 
System (WECS) and a Photovoltaic System (PVS) which is planted in the DC-link bus of the back-to-back converter feeding the Double 
Feed Induction Generator (DFIG) rotor of the WECS. The objective of using this proposed coupling topology is to exploit the two 
available complementary renewable sources in the same time, to enhance the exploitation rate of the un-resized WECS back-to-
back converter which remains at low power in the weak wind case or in the synchronism case and to eliminate the PVS inverter. 
Consequently the overall cost of the HS can be reduced. On the other side, to solve the energy quality problem; a modified MPPT 
mode control technique is proposed and compared with two other conventional techniques, the first one uses the PVS to offset only 
the WECS power rapid fluctuations and the second one uses a Battery Storage Unit (BSU) to ensure the produced energy smoothing. 
This BSU plays also an interesting role to store the surplus of energy when the maximum power level of the WECS converter is reached 
in case of wind and/or irradiation abundances.
Keywords
Algeria desert, Adrar site, hybrid power system, wind energy conversion system, photovoltaic system, battery storage unit, energy 
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1 Introduction
Recently, the continued progress in many industrial and 
domestic sectors has resulted in a consistent rise in elec-
tricity demand. Annual Energy Outlook 2015 (AEO 2015) 
shows that the total electricity consumption grows with 
an average of 0.8 % per year, where the total consump-
tion will pass from 3.836 billion kWh in 2013 to 4.797 bil-
lion kWh in 2040 [1].
The relatively slow rate of growth in demand, com-
bined with the rising of natural gas prices, the environ-
mental regulations, and the continuous growth in renew-
able generation, leads to tradeoffs among the fuels used 
for electricity generation.
From 2000 to 2012, the electricity generation based 
on  natural  gas-fired  plants  increased  to more  than  dou-
ble as the natural gas prices fell to relatively low levels. 
According  to  [1],  the  natural  gas-fired  generation  will 
remain below 2012 levels until 2025, while the genera-
tion from existing coal-fired plants,  the new nuclear and 
the renewable plants increases (see Fig. 1 (a)).
It can be noted from Fig. 1 (a) that the production of 
renewable energy begins to evolve from 9 % in 2000 to 
18 % in 2040 of the global production. Therefore, renew-
able generation grows substantially from 2013 to 2040 
in all types, especially for wind and solar generation 
2|Toual et al.Period. Polytech. Elec. Eng. Comp. Sci. 
(see Fig. 1 (b)). In 2013, as a result of the increases in wind 
and solar generation, the total non hydropower renewable 
generation was almost equal to hydroelectric generation 
for the first time. It will reach about two-thirds of the total 
renewable generation in 2040 [1].
Therefore, it can be seen that, WEC and PV systems 
are becoming important parts of the electrical power gen-
eration. Their basic energy sources (wind and solar) pres-
ent the right choice due to the world abundance of windy 
sites and illuminated sites as well as windy and illumi-
nated sites all over the globe. In addition, these sources 
are clean, economic, sustainable, safe, not expensive and 
easy to operate, especially for the photovoltaic systems, 
where there is no noise, not a lot of maintenance and no 
additional mechanical requirement [2, 3].
For this reason, the researches in the wind and photo-
voltaic hybrid power systems field are actually attracting 
more attention, especially concerning their internal con-
ception, their hybridization, their coupling with the grid 
and their equipment by electrical energy storage tools to 
compensate their fluctuation and stochasticity.
Nowadays, in the wind farms, different WECS topolo-
gies are used according to the type of the used generator 
(synchronous, permanent magnet synchronous, with vari-
able reluctance, or doubly-fed asynchronous, ...), its cou-
pling method with the network (through power converters 
between network and stator or between rotor and net-
work), and the method of its coupling with other renew-
able and storage sources.
Indeed, variable-speed wind turbines are cur-
rently the most used wind energy conversion system. 
The Doubly-Fed-Induction Generator (DFIG) based wind 
energy conversion system, also is known as an improved 
variable-speed WECS. So, it (DFIG) is presently the most 
popular generator which is used for the wind energy 
application [4, 5].
Various control schemes have been developed to 
enhance the performance of wind-source DFIG sys-
tems, including management of their power production, 
with other sources such as PVS and Permanent Magnet 
Synchronous Generator (PMSG) [6-8].
In order to minimize the inverters number and size, 
a special topology where the DFIG is connected to the net-
work via its stator and controlled via its rotor has been 
used [6-8]. Its DC bus receives an addition DC power, 
from the photovoltaic and battery sources via their DC/DC 
converters. This topology has several advantages, such as 
the use of small rotor inverters (a third of DFIG power), 
reduced harmonics content, maximum exploitation of 
the back-to-back inverter especially in DFIG synchronous 
regime (no rotor power), and prevent the inverters avail-
ability without function at night (case of inverter between 
grid and systems based solely on the PV source).
Some hybrid configurations based on the DFIG have been 
used in practice (see Fig. 2) [4, 6-8]. Ghoddami et al. [7] 
(Fig. 2 (a)), have studied a Wind-PV-Battery hybrid sys-
tem, where the PVS has been interfaced with the storage 
battery presenting the DFIG DC bus through its individual 
converter. Despite its lower number of power electronic 
converters, this system has not allowed the good control 
of the power and the SOC of batteries to ensure their insu-
lation in fully charged case.
(a)
(b)
Fig. 1 (a) Assessment of the participation rate of different energy sources 
in the world electricity production, 2000-2040, (Trillion kWh) [1] 
(b) Assessment of the participation rate of renewable energy sources 
in the world electricity production, 2000-2040 (Billion kWh) [1]
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Kahla et al. [4], Mendis and Muttaqi [8] (Fig. 2 (b), (c) 
respectively), have proposed other renewable power sys-
tems focussing on the battery power management with a 
DC buck-boost bidirectional converter. Note that, in this 
case, these two hybrid systems have lost the advantage 
of the solar part as another alternative source to replace 
the wind in case of need. These topologies, despite the pos-
sibility of the battery power control, they will not benefit 
of the wind-sun compromise.
A novel integration of a PV-wind energy system 
with  enhanced  efficiency  has  been  proposed  in  [6], 
(see Fig. 2 (d)).
This proposed system ensures the PV-grid integration 
by obviating the need of a conversion stage for PV power 
processing, and guaranteeing the PV MPPT function only 
by using the DC bus voltage control. This structure presents 
a great advantage with its lower number of power electronic 
converters. Despite its advantages, it loses some control 
freedom degrees of the solar part, where any large varia-
tion in solar weather conditions can lead to a large varia-
tion in the DC bus voltage especially in the PV MPPT mode. 
This can affect consequently the WECS optimal operation. 
In this condition, it will require disconnecting the PV part 
causing the loss of a significant amount of PV power.
The main aim of this work is the power quality and 
the capability enhancement of control and the manage-
ment of a hybrid power system, consisting of a DFIG 
based WECS,  a  PVS  and  a BSU  coupled  under  an  effi-
cient and compact integration (see Fig. 3) via a developed 
control and power management strategy. The outputs 
from the various generation sources of this hybrid system 
(a) (b)
(c) (d)
Fig. 2 (a) DFIG WECS coupled with PVS and BSU without converter (b) DFIG WECS coupled with BSU (c) DFIG WECS coupled with PMSG 
WECS and BSU (d) DFIG WECS coupled with PV plant without converter
Fig. 3 Global description of the studied hybrid system
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need to be coordinated and controlled for different oper-
ating modes (MPPT, a given power level and power gen-
eration quality enhancement). Thus, development of suit-
able power management that ensures sometimes meeting 
the network demand despite the intermittent nature of 
renewable sources is an integral part of ensuring the sys-
tem reliability and achieving operational efficiency.
The proposed hybrid system associated with its con-
trol and power management strategy offers the following 
advantages:
1. Reduction of inverters number and their associated 
control circuits, therefore the overall cost of the sys-
tem is reduced;
2. Optimal exploitation of the WECS Grid Side Converter 
(GSC) through which the PVS power flows in the pro-
posed topology (especially around the WECS syn-
chronous regime or for low wind speed operation);
3. Minimization of the grid-injected power fluctuation 
over a day;
4. Maintaining of the minimum energy production 
throughout the day and across the seasons (this is 
not the case for systems fed either only by solar PV 
source or only by wind turbine source);
5. Possibility of energy storage under batteries SOC 
control. Hence, the system performance increases;
6. Possibility of ensuring the MPPT mode operation;
7. Power quality enhancement with three different 
techniques.
2 Description of the studied system parts
This section presents a description of the studied hybrid sys-
tem, consisting of a DFIG based WECS, a PVS and a BSU.
2.1 WECS description
The WECS is the main part of the presented hybrid sys-
tem due to its greater power generation. The DFIG stator 
of this WECS is directly coupled to the grid line, while 
its rotor is coupled to the network through a back to back 
converter (see Fig. 4). This topology allows us to ensure 
the WECS control only by a third of its nominal power.
The studied WECS is based on a General Electric (GE) 
wind turbine with 1.5 MW of power [9]. Fig. 5 (a), (b) 
shows successively the produced total power and the rotor 
speed characteristics of this turbine versus the wind speed.
The wind ATLAS map of Algeria allows us to specify 
the average wind speed estimated at 10 m from the ground 
for different zones (see Fig. 6).
Fig. 4 Studied WECS description
(a)
(b)
Fig. 5 (a) Real produced total power characteristic of the studied 
WECS (b) Real rotor speed characteristic of the studied WECS
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It can be seen that Adrar site is the most windy site 
in  Algeria.  It  presents  a  considerable  wind  field  for  the 
installation of wind turbine farms (10 MW wind farms 
actually installed in Kabertene site in Adrar).
The studied wind turbine of 1.5 MW must be installed 
at a height of 85 m (see the wind turbine characteris-
tics in [9]). Therefore, it is initially important to esti-
mate the wind speed for this altitude from the Adrar site 
available data for an altitude of 10 m. Using the Mikhail 
and Justus method, the vertical extrapolation of the wind 
speed distribution can be performed according to Table 1.
Fig. 7 shows the wind speed Weibull distribution 
for two heights 10 m and 85 m in the Adrar site.
Based on the wind turbine produced power character-
istics shown in Fig. 5 (a) and the speed distribution pre-
sented in Table 1, the Swiss Wind Power Data Website 
(SWPDW)  mandated  by  the  Swiss  Federal  Office  of 
Energy (SFOE) [10] has been used to plot on the same 
Fig. 8 (a), the wind speed distribution curve, the produced 
power curve and the power production distribution curve 
of the studied wind turbine using the meteorological data 
of Adrar site. Consequently, the power production during 
one year and the capacity factor of this wind turbine can 
be determined (see Table 2).
The capacity factor is the ratio between the annual pro-
duction and the maximum technically possible produc-
tion of a wind turbine. It should be noted that wind tur-
bines are not principally designed for an optimal capacity 
factor, but to generate as much electricity as possible 
at certain wind speed. For this application, a value of 
58.6 % is considered to be a very high capacity factor 
in terms of power wind exploitation.
In order to evaluate the capacity factor of the rotor 
back to back inverters, it is necessary to redo the applica-
tion based on the Weibull calculator for the rotor as well. 
To achieve this calculation, the rotor power has to be 
known based on the WECS total power and the DFIG slip. 
This latter can be determined at each wind speed by using 
Table 1 Vertical extrapolation of the wind speed distribution in Adrar site
Wind class (m/s)
Height of 10 (m) Height of 85 (m)
Weibull frequency 
in (%)
Weibull frequency 
in (%)
0.5 0.34 0.04
1.5 2.13 0.30
2.5 4.84 0.87
3.5 7.95 1.75
4.5 10.84 3.05
5.5 12.91 4.60
6.5 13.69 6.30
7.5 13.07 8.05
8.5 11.27 9.60
9.5 8.77 10.45
10.5 6.16 10.80
11.5 3.90 10.45
12.5 2.20 9.45
13.5 1.14 7.85
14.5 0.50 6.05
15.5 0.20 4.30
16.5 0.07 2.78
17.5 0.02 1.65
18.5 0.00 0.90
19.5 0.00 0.45
20.5 0.00 0.18
21.5 0.00 0.04
22.5 0.00 0.02
23.5 0.00 0.01
24.5 0.00 0.00
25.5 0.00 0.00
Mean wind speed 
(m/s) at 10 (m)
Weibull parameters 
at 10 (m)‎
6.9
Scale factor 
(m/s) Form factor
7.8 2.68
Mean wind speed 
(m/s) at 85 (m)
Weibull parameters 
at 85 (m)
10.5
Scale factor 
(m/s) Form factor
11.69 3.3
Fig. 6 ATLAS map of the annual mean wind speed in Algeria
6|Toual et al.Period. Polytech. Elec. Eng. Comp. Sci. 
the mechanical characteristic of the turbine (see Fig. 5 (b)). 
Table 3 presents the obtained results.
It is important to clarify that the power negative values 
presented in Table 3 concerning the rotor produced power 
means that the flow of power is being directed toward the 
rotor. As the wind speed exceeds the value of 6.8 m/s which 
is beyond the synchronism speed, this power changes to 
positive values which means that the rotor in operating 
on production mode.
Fig. 8 (b) shows, in the same time, the wind speed 
distribution curve, the rotor produced power curve and 
the rotor power production distribution curve. Based on 
Table 3, it can be concluded that the rotor capacity factor 
Fig. 7 Wind speed Weibull distribution in Adrar site for two different heights (10 m and 85 m)
Table 2 Weibull statistical analysis of the GE 1.5 MW wind turbine and 
estimation of its production at the region of Adrar
Characteristic of the total power delivered by the GE 1.5 MW 
wind turbine [9]
Wind speed (m/s)
Total 
produced 
power (kW)
Wind 
speed 
(m/s)
Total 
produced 
power (kW)
1 0 16 1550
2 0 17 1550
3 5.7 18 1550
4 68.5 19 1550
5 150 20 1550
6 270 21 1550
7 400 22 1550
8 600 23 1550
9 800 24 1550
10 1000 25 1550
11 1200 26 0
12 1400 27 0
13 1500 28 0
14 1550 29 0
15 1550 30 0
Some statistical characteristics of the wind turbine studied 
on a site of Adrar
Wind turbine capacity (kW) 1550
Power production (kWh/year) 8 926 736
Capacity factor (%) 65.7
Full load hours 5 755
Operating hours 8 674
(a)
(b)
Fig. 8 (a) Total produced power characteristic of the GE 1.5 MW 
wind turbine evaluated at the region of Adrar (b) DFIG rotor power 
characteristic DFIG rotor power characteristic
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is also good in terms of power wind exploitation (54 % 
in the production case).
However, an important remark arises concerning 
the back to back converter capacity factor level. To eval-
uate this latter, it is necessary to calculate the full annual 
energy of this converter that is designed to ensure a maxi-
mum power flow of 500 kW.
The  annual  full  power  flow  of  the  back  to  back  con-
verter is calculated as follows:
E Pconv conv= × × = × ×
= ( )
24 365 500 24 365
4 380 000 kWh/year .
 (1)
Then,  the  annual  energy  efficiency  of  this  converter 
represents the electrical capacity factor which is the ratio 
between the rotor power production and the full power 
flow of the back to back converter (especially the GSC):
ηconv rot convE E= = = ( )1 613 359 4 380 000 36 83. % .    (2)
From the obtained results, it is clear that despite 
the good capacity factor of the WECS, the power electron-
ics converter  is not very well exploited (36.83 % as effi-
ciency). But a better exploitation of such converter is 
an important and essential issue to be achieved. The inte-
gration of another source of energy to the rotor converter 
allows its better exploitation and improves the overall 
efficiency of the system. The hybridization of the WECS 
with a PVS connected to the DC bus presents a good solu-
tion for increasing the efficiency of the whole system and 
enriching the presented system by adding a complemen-
tary new renewable source to the existing wind source [6]. 
Theoretically, the PVS can contribute in increasing 
the converters capacity factor to exceed 60 % in the case of 
energy availability (Taking into account only the illumi-
nated periods). In this paper, the presented hybrid system 
is studied on the basis of the Adrar site located in the south 
of Algeria, which is a rich sunlight area also (see Fig. 9). 
A 400 kW photovoltaic power plant can be installed to 
increase the GSC annual efficiency degree with more than 
20 %. Taking into account the sunshine period of 6 hours 
per day at average conditions of 1000 W / m2 as illumina-
tion and 25 °C as temperature, the new GSC annual energy 
efficiency can be recalculated as follows:
ηGSC = + × ×( ) = ( )36 83 400 6 365 4 380 000 56 83. . % .   (3)
Table 3 Weibull statistical analysis of the rotor production of 
the GE 1.5 MW wind turbine and estimation of this production 
at the Adrar site
Rotor power characteristic of the GE 1.5 MW wind turbine
Wind speed (m/s)
Rotor 
produced 
power (kW)
Wind 
speed 
(m/s)
Rotor 
produced 
power (kW)
1 0 16 341
2 0 17 341
3 −4.385 18 341
4 −18.34 19 341
5 −39.73 20 341
6 −44.81 21 341
7 26.726 22 341
8 80.113 23 341
9 122.79 24 341
10 166.76 25 0
11 208 26 0
12 252 27 0
13 310 28 0
14 319.56 29 0
15 341 30 0
Some statistical characteristics of the rotor chain of the studied 
wind turbine
Rotor capacity (kW) 341
Rotor total power (kWh/year) 1 568 130
Rotor produced power 
(without taking into account 
the negative part of the rotor 
power) (kWh/year)
1 613 359
Total capacity factor of 
the rotor (%) 52.5
Rotor capacity factor 
in production mode (%) 54.0
Full load hours (h/year) 4 595
Total operating hours (h/year) 8 674
Hours of operation 
in production mode (h/year) 7 376
Fig. 9 ATLAS map of the annual mean of inclined total irradiation 
in Algeria
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2.2 PVS description
Fig. 10 shows the description of the studied PVS. In order 
to respect the maximum power of the WECS converters, 
especially of the GSC, the PV plant is sized to provide 
a total power of 400 kW. Consequently, the photovoltaic 
field  contains  2000  photovoltaic  modules  (BP  SX  3200 
type, with 200 Wp as power).
However, the output voltage of the PVS (600 V) needs 
to be boosted to reach 2000 V (DC bus voltage). Indeed, to 
achieve the PVS output voltage control, a boost converter is 
used to give a wide liberty degree for the proposed hybrid 
system. On the other side, the WECS inverters resizing will 
not be required as another merit of the use of the boost con-
verter. The energy management algorithm proposed to pilot 
the whole proposed hybrid system power, prevents the GSC 
overrating. For this purpose, the boost converter can con-
trol and limit the PVS power, especially for the high wind 
speeds where the WECS production is high. As Wandhare 
and Agarwal [6] said, a GSC resizing approach has been 
proposed in order to support the eventual additional power, 
to ensure the PVS maximum production operation mode and 
to avoid the large variations of the DC bus voltage that can 
affect the WECS good operation.
2.3 BSU description
The BSU is designed to improve the performance of 
the  hybrid  system  by  increasing  its  energy  efficiency. 
The excess energy will be stored in the batteries through 
a reversible buck-boost converter which allows to transfer 
the energy in both directions with the possibility of con-
trolling the SOC of the batteries.
In  case  of meteorological  fluctuations,  the  BSU  plays 
a very important role in helping the system to ensure con-
tinuity of production at the limit of accumulated energy. 
In case of a strong wind and a high sunshine, the GSC 
will be exploited to the maximum and the surplus energy 
will be stored in the batteries with the possibility of lim-
iting the WECS production or PVS production in case of 
maximum SOC. But, when the production of one renewable 
source is weak or vanishes (especially the PVS in the night), 
the batteries play a very important role for the compensa-
tion of the production lack in order to allow to the GSC 
to operate at a high level. It is possible to increase in some 
cases the GSC's performance more than 80 % by exploiting 
the three sources WECS, PVS and BSU at the same time.
3 Modeling of the studied hybrid system
This section presents the modeling of the proposed hybrid 
power system presented previously in this paper (see Fig. 3).
3.1 WECS modeling
In order to establish the WECS model, the different com-
ponents of this system will be modeled separately.
3.1.1 Aerodynamic power captured by the 
wind generator
According to Betz theorem and Newton's second law, 
the power extracted from the wind by a turbine is expressed 
in function of the wind speed v and the surface swept by the 
turbine blades S as shown in the following equation:
P C Svt p=
1
2
3,  (4)
where:
• ρ is the air density and Cp is the turbine power coef-
ficient which depends on the turbine specific speed λ 
and the blades pitch angle β.
Equation (5) represents the expression of the Cp for a 
wind turbine of 1.5 MW which is used in this study (these 
wind turbine parameters are summarized [9]:
Cp λ β β
pi λ
β
, . . sin
.
. .
( ) = − −( )( ) +( )
− −( )( )





0 5 0 00167 2
0 1
18 5 0 3 2
− −( ) −( )0 00184 3 2. ,λ β
 
(5)
where the turbine specific speed is as follows:
λ =
R
v
tΩ  (6)
R is the blades radius; Ωt is the rotation speed of the tur-
bine and β is the pitch angle of the turbine blades.
3.1.2 Wind turbine modeling
It is supposed that the turbine has identical blades 
with very low friction coefficients and the wind speed has 
a uniform distribution over all the blades.Fig. 10 PVS description
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Period. Polytech. Elec. Eng. Comp. Sci. |9
3.1.2.1 Wind speed modeling
The dynamic properties of the wind are very important 
for the study of a wind energy conversion system, because 
the wind power evolves in function of the cube of the wind 
speed cube, in the optimal conditions. The wind speed 
is a three dimensional vector. However, the direction of 
the wind considered velocity vector in this model is lim-
ited to the horizontal direction. The behavioral model of 
the wind speed can be simplified considerably. It is usually 
represented by a scalar function of time.
This function is decomposed into two components, 
a mean component which is varying very slowly, and a fluc-
tuant term representing the sum of sine waveforms compo-
nents. Hence the wind speed can be expressed as follows:
v t v A ti i i
i
n
( ) = + +( )
=
∑0
1
sin ,ω ϕ  (7)
where:
• v0 is the average component;
• Ai , ωi and φi are respectively, the amplitude, the angu-
lar frequency and the initial phase of each compo-
nent of the fluctuant term.
Fig. 11 shows two different wind profiles, the first one 
reflects the stochasticity which can be found on a wind site 
and the second one is a filtered profile adapted to the stud-
ied aerogenerator in this paper, it presents a slow dynamic.
3.1.2.2 Turbine model
The aerodynamic torque can be determined based on the 
turbine rotation speed as follows:
T P C Svaer t
t t
p= =Ω Ω
1
2
3ρ .  (8)
3.1.2.3 Dynamic equation of the generator shaft
By transforming of the turbine mechanical parameters to the 
generator shaft, the mechanical model is defined as follows:
J d
dt
D T Te e g em
Ω
Ω+ = −  (9)
with
J J G Jt e= +
2  (10)
D D G Dt e= +
2 ,  (11)
where:
• Jt , Dt , Je , De , J and D are respectively, the inertia and 
the friction coefficient of the  turbine, the generator 
and those brought on the generator shaft;
• G is the gain of the multiplier and Tg is the effect of 
the torque of the turbine on the generator shaft.
3.1.3 Relationship between DFIG stator powers and 
rotor currents
The two-phase reference (d-q) frame which is associated 
to the stator rotating field is used in this paper. The active 
and reactive powers of the DFIG stator can be obtained 
based on the Park transformation of the DFIG equations 
and  the  stator flux orientation on  the d axis. In addition 
to the active and reactive power relations of the DFIG 
rotor, Eq. (12) presents the expressions of the active and 
reactive powers based on simplification hypothesis due to 
the high power rate of the studied wind turbine where 
the stator resistors are neglected [11].
P v i v i
Q v i v i
P v M
L
i
Q
r dr dr qr qr
r qr dr dr qr
s s
s
qr
s
= +( )
= −( )
= −
=
3
2
3
2
3
2
3
2
2v
L
M
L
v is
s s s
s drω
−


















 (12)
Fig. 11 Different wind profiles (Real and filtered)
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From these last equations, it is apparent that the control 
of the stator active power and reactive powers are decou-
pled. Indeed, with a constant magnetizing inductance and 
a powerful network, the power Ps will be directly propor-
tional to the current Iqr , and the power Qs will be propor-
tional to the current Idr only, as shown in Eq. (12).
3.2 PVS modeling
Fig. 12 presents the PVS detailed description.
3.2.1 Modeling of the PV generator
The mathematical modeling of the PV cell is based on one 
exponential and four parameters (L4P) model, which is 
widely used in the literature. It treats the photovoltaic cell 
as a dependent current source of illumination which is 
connected in parallel with a diode and a resistance and 
in series with a resistance Rser (see Fig. 12).
By neglecting of Ish which is relatively very weak, 
the current given by this cell is expressed as follows:
I I I epv ph s
V I R V npv pv ser t= − −( )+( ) ( )( ) 1 ,  (13)
where:
• n is an ideality factor 1 5≤ ≤( )n ;
• V KT qt = ( )( )  is the thermodynamic potential;
• T is the actual temperature of the cell in Kelvin;
• q = ⋅ ( )−1 602 10 23. C  is the electron charge constant;
• K = ⋅ ( )−1 38 10 23. J/K  is the Boltzmann constant;
• Iph is the photocurrent ( Iph ≈ Ipvsc );
• Is is the reverse saturation current of a diode, it is 
expressed as follows:
I C T es s
E q nTKgap=
−( ) ( )( )3 ,  (14)
where:
• Egap = ( )1 03 1 12 1 5 1 7. , . , . .or eV  (depending on 
the material of the cell) is the gap energy;
• Cs is the reference saturation current expressed 
as follows:
C I es pvsc
V nVpv t= −( )( )( )0 1  (15)
whereas:
• Ipvsc is the short circuit current and Vpv0 is the open 
circuit voltage of the cell.
To generalize the above equation to be valid for various 
meteorological conditions of temperature and illumina-
tion, the short circuit current and the open circuit voltage 
of the PV cell take their new expressions as follows:
I g g I T T
V V T T
pvsc r pvscref c r
pv pv ref v r
= ( ) + −( )( )
= − −( )




µ
µ0 0
,  (16)
where:
• g and T are the actual illumination and temperature;
• μc , μv , Ipvscref , Vpv0ref , gr and Tr are respectively, the tem-
perature influence factors on the short circuit current, 
the open circuit voltage, the reference of the short 
circuit current, the reference of the open circuit volt-
age, the illumination and the reference temperature. 
These parameters are given by the manufacturer.
3.2.2 Boost converter modeling
Fig. 12 presents the boost converter which is used to con-
trol the converted photovoltaic power. During the two 
complementary time intervals ton and toff in each period 
Tconv , the boost converter can be modeled as follows:
di dt V d U L
du dt I d I C
pv pv c c
c pv
= − −( )( )
= −( ) −( )




1
1
.  (17)
3.3 Storage system modeling
To ensure a good power management between the two 
renewable sources (wind and solar) and the network, 
and to guarantee at the same time a smooth production 
of electrical energy, it is better to equip the proposed 
hybrid system with a battery unit. This device will ensure 
the energy storage when there is an extra production, or 
it acts as an extra source of generating, when there is 
an  energy  production  deficiency  of  the  other  renewable 
energy sources. This unit is composed of a set of batteries 
coupled in series-parallel and connected to the DC bus of 
the hybrid system, via a bi-directional buck-boost con-
verter (see Fig. 13).
As a part of maintaining the operation of the storage unit 
within the eligible limits, the voltage which is depending 
on the battery SOC needs to be controlled continuously. 
The SOC itself depends on the maximum capacity of bat-
tery Cmax ,  the  current  flowing  in  both  cases  of  charging Fig. 12 PVS detailed description
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and discharging ibat , and the operating time, according to 
the following equation [12]:
SOC SOCt t t i t Cbat+( ) = ( ) + ⋅∆ ∆ max .  (18)
This control allows to supervise the operation of the stor-
age unit in the two modes. In the normal mode, when the bat-
teries are connected to the hybrid system to assist the stor-
age of the extra energy, or, to deliver a part of the electrical 
energy need in case of energy production deficiency of the 
other sources. The batteries are turned off, if they exceed 
their normal operating limits in terms of SOC and voltage.
4 Control of the hybrid studied system
This operation is done at any time by comparing the net-
work requirement in terms of energy with the pow-
ers produced by the three components of the HS. In our 
case, the WECS always works in MPPT mode because of 
its slow dynamics. On other hand, the two elements (PVS 
and BSU) play their role in increasing production once or 
improving energy quality once again. Thus, their refer-
ence values in terms of energy to be produced are deduced 
from the difference between the network requirement and 
the power produced by the WECS.
To insure the hybrid system power management, it is 
necessary to pass through a low level control based on the 
control of each part individually before moving to the 
energy overall management.
4.1 WECS control
The WECS control is ensured by piloting the back to back 
converter composed of the RSC and the GSC.
4.1.1 Rotor side converter control
The RSC guarantee a decoupling active and reactive pow-
ers control of the DFIG (see Fig 14). This technique consists 
in synthesizing the control algorithm, from the investment 
of the mathematical model of the DFIG to develop the rotor 
reference voltages based on the references of the stator 
powers through two control loops, one for the stator pow-
ers and one for the rotor currents (see Fig. 15).
4.1.2 Grid side converter control
The GSC and its control block diagram are shown 
in Fig. 16. This control ensures the DC bus voltage Uc sta-
bilisation and a unit power factor in the grid side.
4.2 PVS control
The PVS control based on PI controllers ensures the pho-
tovoltaic current, voltage and power control (see Fig. 17). 
Two  control  strategies  have  been  performed,  the  first 
allows the production of a given requested power level 
in the limits of available weather conditions, and the sec-
ond permits to achieve the MPPT mode.
Fig. 13 Scheme of the storage system
Fig. 14 Control scheme of the WECS back to back converter
Fig. 15 Control loops of the DFIG stator powers
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4.3 BSU control
The BSU control is made through the command of 
its bi-directional Buck-Boost converter by using a PI con-
troller, as shown in the control loop of Fig. 18.
It can be seen in the last figure that the batteries com-
mand is based on the comparison between the desired 
total power and the powers produced by the WECS 
( PDFIG ) and the PVS.
This comparison allows obtaining the desired power 
of the BSU (in charge or discharge modes), from where 
it  can possible  to  know  the desired battery  current  ( ibatref ) 
by unscrewing the desired power value on the batteries 
voltage. The PI controller used allows controlling the differ-
ence between the reference value of the BSU current and the 
measured value to produce a voltage that will be compared 
with a triangular signal in order to deduce a logical control 
signal of the transistors of the BSU converter (Fig. 13).
5 MPPT and power quality enhancement of the hybrid 
power system
The studied hybrid system is supervised according to two 
levels,  a  central  high  level  for  power  flow management 
between different sources and a local low level to control 
each  source with  its  specific  regulation  loops. The  pro-
posed control strategy has been performed to ensure 
the energy management in two modes. The first, aims to 
ensure the MPPT for all sources (WECS and PVS without 
use of the BSU). The second mode aims to enhance the HS 
power quality by reducing the fluctuations of  the output 
power for different weather conditions. This objective 
aims to smooth the total power produced by the hybrid 
system in a way that is different from unlike other works 
which deal the subject of energy quality for the hybrid 
systems through other techniques and according to other 
concepts, such as: the technique that applies the improved 
control strategy for power quality enhancement in stand-
alone systems based on four-leg voltage source inverters 
(presented in [13]), the technique that aims to achieve 
the power quality improvement of single phase weak 
grid interfaced hybrid solar PV and wind system using 
double fundamental signal extracter-based control (pre-
sented in [14]), the technique aims to improve the voltage 
of remote connection using wind-solar farms equipped 
with new voltage control strategy based on virtual imped-
ance monitoring (presented in [15]) and the technique 
which aims to improve the energy quality using a shunt 
active power filter (presented in [16]).
For our case, the second considered strategy, offers the 
possibility of power smoothing according to three tech-
niques in order to meet the energy quality enhancement 
need. More accurately, the first technique aims to produce 
the desired network power by controlling the WECS to 
operate in its MPPT mode and piloting the PVS to ensure 
the total power smoothing. This technique, although it 
plays an important role in energy quality enhancement, 
it has a major drawback of losing much of photovoltaic 
power. Consequently, it is under exploited; especially in the 
case of wind high speed where the WECS mean produc-
tion exceed the requested power level. To solve this prob-
lem, a second technique is proposed to smooth the total 
Fig. 16 Control scheme of the GSC
Fig. 17 Scheme of the PVS control loop
Fig. 18 Control loop of the storage system
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produced power, on the basis of the average power values 
of the WECS and the PVS corresponding to the meteo-
rological conditions (Solar illumination and wind speed). 
In this case, the WECS operates at its MPPT mode and 
the PVS is controlled in such a way to ensure a maximum 
of power (depending on weather conditions) and guarantee 
a smoothing of the WECS production power.
A third, advantageous and effective technique in terms 
of power production quantity and quality mode is pro-
posed. That is to make operating the two sources WECS 
and PVS at their MPPT mode, while improving energy 
quality through a battery unit, that stores the energy excess 
or recover the already stored energy. In this technique, 
the battery charge level (SOC) is controlled in the range 
of the eligible threshold; otherwise, the produced power 
level by the two sources (WECS/PVS) will be decreased.
The proposed hybrid WEC-PV-BSU system and its con-
trol loops have been implemented under MATLAB software 
to verify the interest of the proposed hybridization topology 
to improve the exploitation degree of the available convert-
ers. Moreover, to verify also, the effectiveness of the pro-
posed  control  strategy  (especially  the  modified  MPPT 
mode as a novel strategy of power management) in terms 
of the produced power quantity and quality. In this section, 
the obtained simulation results are presented and discussed.
5.1 Simulation results and discussion, MPPT mode case
In this case, the hybrid studied system devoid of BSU, is cou-
pled to the grid. The PVS controlled to operate at its optimal 
point corresponding to the meteorological conditions. On the 
other side, the wind turbine is run to its optimal point, so that 
the wind turbine extracts the maximum possible power from 
the wind. The weather conditions considered (wind speed, 
temperature and irradiance) vary successively according 
to Fig. 11 (filtered profile) and Fig. 19 profiles respectively. 
Fig. 20 shows the simulation results for this case.
It is important to note that in all presented simulation 
stages, the powers generated by the components of the hybrid 
system take the negative values, while the absorbed pow-
ers will take positive values. This values sign are according 
to the DFIG modeling, which is based on the motor notion 
where the torque applied to the motor is inversed to ensure 
the generator operation mode. For the other components of 
the hybrid system such as PVS and batteries, the references 
of the produced powers are also taken negative to avoid 
the conflict with the DFIG produced power.
In the first simulation case, it can be seen that the sim-
ulation results confirms the efficiency of the MPPT con-
trollers as the output powers perfectly follows their com-
mands in the two sides, WECS and PVS. Obviously, 
the total produced power by the hybrid system is the sum 
of the power generated by the stator and the rotor of 
the DFIG and the PVS produced power. By a simple cal-
culation of the GSC capacity factor based on the report 
between the Grid-GSC bond mean power and the GSC 
maximum power (500 kW) in each case (The mean value 
of the active power injected to the network on the side of 
the GSC divided by 500), it can be noted that it is improved 
from 19.5 % in the absence of the PVS, to 94.75 % in the 
case of the proposed hybrid system (WECS plus PVS).
η η ηGSC WECS-Rotor PVS= + = + = ( )19 5 75 25 94 75. . . %  (19)
It can be noted that, despite the good performance of 
the MPPT mode in terms of energy extraction quantity 
and capacity factor amelioration, the produced power is 
unfortunately fluctuant.
Fig. 19 Temperature and illumination profiles applied to the PVS
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5.2 Simulation results and discussion, case of the Power 
Quality Enhancement Mode
In this second mode, various simulation results are 
obtained by proposing three smoothing control methods.
5.2.1 Power quality improvement via the PVS control
For the same previous weather conditions, the desired active 
power at the output of the HS is varying (650 kW in the 
beginning then 900 kW after 250 s) as shown in Fig. 21.
According to the obtained results, it can be noticed that 
the hybrid system produces the desired power which is 
the sum of the two source powers. In this case, the WECS 
operates at its MPPT mode and the PVS is used only to 
smooth the total HS delivered power, of course accord-
ing to the weather conditions. Despite the effectiveness of 
this primitive technique in improving the power quality, 
it reduces the overall system performance since the PVS 
power is not well exploited. In fact, the injected power 
in the grid is covered in this case only by the WECS but 
the PVS produced power is considered to be a support to 
achieve the requested power level and eliminate the WECS 
power fluctuations. The capacity factor of the GSC in this 
case can be calculated also as follows:
η η ηGSC WECS-Rotor PVS= + = + = ( )19 5 30 65 50 15. . . % .  (20)
5.2.2 Modified MPPT mode for power quality 
enhancement
To improve the performance of the HS, it is proposed to 
exploit a maximum of the PVS power, while, at the same 
time, ensuring a smooth power at the output of the HS. 
Fig. 22 shows the simulation results of a modified MPPT 
technique which ensures a good compromise between the 
quantity and the quality of the total hybrid system pro-
duced power. Since, changes of temperature and illumina-
tion are slow comparatively to the wind speed fluctuation, 
it is assumed in this case that the temperature and the illu-
mination are constants ( T = 25 °C  and g =1000 W/m2 ). 
The PVS power command is divided into two parts, a con-
stant average part and a fluctuating part which is used to 
compensate the rapid changes in the available power of 
the WECS, which is still operating in the MPPT mode. 
It can be noted that this technique ensures a smooth of 
the HS total delivered power. From the obtained results, 
it can be noticed also that for some periods, the PVS pro-
duction is limited by the weather conditions and it is not 
able to smooth the HS total delivered power. Moreover, 
during the other periods, the PVS injects a maximum of 
power while at the same time, contributes successfully to 
improve the power quality injected in the grid.
Fig. 20 MPPT mode results of the WEC-PV hybrid system
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Fig. 21 Simulation results of the HS controlled to produce different smooth power levels
Fig. 22 Modified MPPT mode results
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Similarly, the capacity factor of the GSC can be calcu-
lated as shown in Eq. (21):
η η ηGSC WECS-Rotor PVS= + = + = ( )19 5 55 5 75. . % .  (21)
Note that this factor has been improved from 19.5 % 
in the case of PVS absence to 75 % in the case of the last 
proposed technique.
5.2.3 Power quality enhancement of the hybrid system 
using the BSU
In this case, the hybrid proposed WEC-PV system is 
equipped by a BSU, which produces or consumes the tran-
sient power below or above the grid requested energy 
(800 kW in this application). The control strategy in this 
case, has been successfully applied to manage the BSU 
power, for charging batteries with the surplus power, while 
at the same time controlling their SOC. The simulation 
results have been plotted in Fig. 23. It is clear seen in this 
figure,  that  the  proposed  smoothing  control method  can 
supervise the SOC to secure the charging level of the BSU 
by PVS production limitation (after 400 s), in case of BSU 
fully charged (100 % SOC). This technique, with prop-
erly allocating total power demand between the hybrid 
system sources, can ensure also the limitation of WECS 
production in necessary case. It is the case of wind high 
speed level where it is obligatory to not exceed the nom-
inal power of the grid side converter (500 kW, one third 
from the nominal power of DFIG), which is not oversized.
Let us calculate once more the global capacity factor 
of the GSC:
η η η η ηGSC WECS-Rotor PVS discharge charge= + +( ) −
= +
Bat Bat
19 5 68 1. . 7 0 33 18 54 49+( ) − = ( ). . % .
 (22)
Note that the GSC exploitation is more exploited to reach 
54.49 % in the case of the WEC-PV-BSU hybrid system.
6 Conclusion
In this paper, a special coupling of various sources 
(WECS, PVS and BSU) of a hybrid system has been pro-
posed. It allowed us to increase the operating capacity fac-
tor of the WECS rotor non resized converters (especially 
the GSC) more of 50 %. Moreover, this paper discussed 
a control and management strategy of the energy given 
by the system based on the energy availability and network 
need. The studied HS has been tested by simulation to 
evaluate the effectiveness of this power management strat-
egy in two modes. The first is the MPPT mode, where the 
simulation results illustrate the effectiveness of the con-
trol strategy to extract optimum energy from the two 
sources (WECS and PVS). In the second mode, a power 
quality enhancement is observed at the hybrid system out-
put, compared  to  the first mode. This has been achieved 
by three techniques, power smoothing only using a small 
part of the PVS power, power smoothing with the modified 
MPPT mode applied at the PVS as a novel proposed tech-
nique to achieve a good compromise between the quantity 
and the quality of power and power smoothing with BSU. 
In this latter case, a realistic control of battery state of 
charge (SOC) is ensured via the limitation of the PVS 
produced power in case of battery fully charging (100 % 
SOC). It has been noted also that the proposed control 
strategy is capable of getting both the MPPT, the power 
smoothing, the SOC control. Furthermore, this study pres-
ents the implementation possibility of the studied WECS 
and PVS in Adrar site which presents the windiest zone 
in the south of Algeria.
Appendix
Features of the used WECS [9]:
• Wind turbine parameters: R = 35.25 m; G = 90; 
λop = 9; Cpmax = 0.9.
• Generator parameters: Rs = 0.012 Ω; Rr = 0.021 Ω; 
M = 0.0135 H; Ls = 0.0137 H; Lr = 0.0136 H; 
J = 1000 kg / m3 ; D = 0.0024 N ∙ m ∙ s / rd; p = 2.
• DC bus and rotor-side filter parameters: Uc = 2000 V; 
C = 4400 μF; r = 0.002e−3 Ω; l = 5e−3 H.
• Parameters of used PV panels (BP SX 3200 Model): 
Pmax = 200 Wc; Vpvopt = 24.5 V; Ipvopt = 8.6 A; 
Ipvsc = 8.7 A; Vpv0 = 30.8 V.
• BSU parameters: Vbat = 12 V; Cmax/bat =100 Ah; 
LBSUconverter = 1e-3 H; VBSUmin =498.96 V; 
VBSUmax = 604.8 V; SOCmin = 30 %; SOCmax = 100 %.
Toual et al.
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Fig. 23 Simulation results of the whole WEC-PV-BSU hybrid system
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